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June 8,2000

WmING LE3XER NO. 2000-NOL-~

OVERNIGHT DJUJYI%M
FEDERAL EXPRESS

Mr. Jim NewIan, President
L & L Oil Company and Gas Services, Inc.
3471 North Causeway Boulevard
Metairie, Louisiana 70002

Dear Mr. Newlan:

This letter is to inform you of deviations from tie Interstate Conveymm Sanitation Regulations
(Title 21, Code oJF’edera/ Regulations, Part 1240), observed by a U. S. Food and Drug
Administration (FDA) investigator, during an inspection of your vessel watering point located at

L & L Oil Company and Gas Services, Inc., 191 A. J. Estay Road, Fourchom Louisia.mq on
May 22,2000.

Discrepancies noted during the inspection include the following:

1) Potable water hydrant outlets # 1,2,3,4 and 5 do not have adequate backflow protection
devices in line to each hydrant outlet;

2) Potable and nonpotable water hydrants on the same pier are not properly identified for their
intended use;

3) Potable water hydrant outlet # 2 is less than 18 inches above the pier and not properly
housed; and,

4) Potable water hydrant outlet # 5 lacks capping.

Accordingly, we are classifying the watering point as PROVISIONAL for interstate carrier use
for a period of thirty days. “Provisional” classification means that the watering point may
continue to operate; however, significant corrections of deficiencies must be made by the
expiration date. On or about that date, a reinspection of this facility will be conducted to assure
that corrections meet FDA requirements.

If significant corrections are not made by July 7,2000, the vessel watering point will be
reclassed as ‘mot Approved” for carrier use.
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Please advise this office in writing, within ten ( 10) days, of actions you have taken to correct the
deficiencies and to assure that such violations will not recur. Your response should be addressed
to the U.S. Food and Drug Administration, Attention: Ms. Nicole F. Hardin, Compliance
Officer, 6600 Plaza Drive, Suite 400, New Orleans, Louisiana 70127.

SiAcerely,

I&v/L’
Carl E. Drap~r
District Director
New Orleans District

Enclosure: Form FDA 483

cc: Mr. Brian Carpenter, Director of Dock Operations
L & L Oil Company and Gas Services, Inc.
191 A. J. Estay Road
Fourchon, Louisiana 70357


